Fox Tots
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Fox
Tots, 2211 Woodward, Detroit, ML, on August 9th, 2016. The sample results taken in
conjunction with this investigation are also presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Donna
Sekulidis on July 29th, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1.
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

IO =,

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
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APPENDIX 1
Laboratory Results and Chain of Custody

17800 Woodward Ave Suite 200
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Laboratory ID: 0055 National Testing Laboratories, Ltd
- y 556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359945
9/9/2016
Customer:  G. S. Group Source: Fox Tots, DC-03-WF-01-P
Monica Starks i )
17800 Woodward Ave #200 Source City: Detroit
Dekﬁit, Ml 48203 Source state: Mt

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform to TN and ISOAIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastemn Time.
Legend:

Any 'Level Detected' marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL} or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NAY Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~  Method Standard  Unts LRL  levl  DF Dateffme  Date  DatefTime

inorganic Analytes - Metals

These test resulis may be used for compliance purpose as required.

Analyst Tesis

JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid,
Page 1 of 1 359945 Lead QOnly Date Printed: 9/9/2016 8:30.31 AM




Laboratery ID: 0055 National Testing Laboratories, Ltd
v ' 556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 445-2525, Fax: (440) 445-8585

ANALYTICAL REPORTS

SAMPLE CODE: 359946
91812016

Customer:  G. S. Group Source: Fox Tots, DC-03-WF-01-F
Monica Starks

17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State: Ml

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters

The resuits herein conform to TNI and ISOHEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporled as U.S. Eastern Time.

Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting fimit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detect a contaminant.
"DE" This column indicates the contaminant difution factor.
Report Notes:
Fedid# Contaminant Method Stendad  Units LRL  level  DF Date/Tme  Dale  DatefTime
‘ . - - Detedeﬁ - fijampledf ““‘P@pped _ Analyzed

Inorganic Analytes - Metals

1020 em i

These test results may be used for compliance purpose as required.

Analyst Tesis
Jp 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, withou! the wniten approval of National Tesling Laborafories, Lid.
Page 1 of 1 359946 Lead Only Date Printed: 9/9/2016 8:30.:31 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
v ' 556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359947
9/9/2016
Customer:  G. S. Group Source: Fox Tots, DC-03-KCF-02-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: M|

Date/Time Recaeived:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the reporl. The
uncerlainty of the tesl results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level {(MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Conlamnant ~  Method Standard  Umits LRL  Level  DF Datefme  Dale  DatefTme

: Detected =~ Sampled _ Prepped  Analyzed
inorganic Analytes - Metals
. mgl ND

These test results may be used for compliance purpose as required.

gAnaiyst Tests

P 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approvaf of National Testing Laboratories, Lid.
Page 1 of 1 359947 Lead Only Date Printed: 9/9/2016 8:30:32 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
. . 556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359948
9/9/12016
Customer:  G. S. Group Source: Fox Tots, DC-03-KC-02-F
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State:Mi

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters
The rasults herein conform to TNI and ISONEC 17025:2005 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncertainty of the test resuils are available upon request. All Dates and Times are reporled as U.S. Eastern Time.
Legend:

Any ‘Level Detected marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limi (LRL)

"NA" Not Analyzed

“Standard”  This column indicates sither the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

Detoced  Samped  Prepped  Anayued

Inorganic Analytes - Metals

These test resuits may be used for compliance purpose as required.

EAnatyst Tests
P 200.8

James Abston, Operations Manager

This report cannot be reproduced. except in full, without the written approval of National Testing Laboraltories, Ltd.
Page 1 of 1 359948 Lead Only Date Printed: 9/9/2016 8:30:33 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
. 556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS

SAMPLE CODE: 369849
9/9/2016

Customer:  G. S. Group Source: Fox Tots, DC-03-CF-03-P
Monica Starks

17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State; Ml

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters

The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality,

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
PNAY Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the fowest level that the laboratory can detect a contaminant.
"DFE" This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminant ~ Method Standad  Units LRL  level  DF Daeffme  Dale  DatefMime
... . . vy e T e

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

iAnalyst Tests
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358949 Lead Only Date Printed: 9/9/2016 8:30:33 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
s * 556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359960
9/9/12016
Customer:  G. S. Group Source: Fox Tots, DC-03-CF-03-F
Monica Starks .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: M!

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform fo TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are avallable upon request. All Dates and Times are reported as U.8. Eastem Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NAY Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  DF DatefTme  DatefTime
. ~ Analyzed

 Detected Sompled
Inorganic Analytes - Metals
‘mah 01

These test results may be used for compliance purpose as required.

lyst Tests
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, exceptin full, without the writlen approval of National Testing Laboralories, Lid.
Page 1 of 1 359950 Lead Only Date Printed: 9/9/2016 8:30:34 AM



General Compliance

lational Testing
Laboratories, Ltd. Order Number: 2077783 359945
P i Order Date: 05/20/2016
Quality Water Analysis Sample Number: B A A
1-800-458-3330 Product: Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G, S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Plaase Use Military Time, e.g. 3:00pm = 15.00

Check Time Zone: ﬁzésr (JcstJmsT[]PsT

For 1ot S

Ayl U)f)ﬂ?ciu}a Vt\

e umber:

22 ~471-F23
PWE D8 {f spplicablsh: D/A

Sample 1D or Source: YV — 0’5 W=~ 0{,9

Lab Comments/Special Instructions:

8tate Forms:

Source Type: [7] Spring [7] Well m/ Municipal O Surface
[] Other:

City & State: M{m LT H 1

(if n%ffe:em than Above)
Bampile Collected ép% /\/\M

(Stgnature)
Sample Collected By: i R

Lab Sample info

Date Recelved: .35P 01 2016

]2

[[] Deviations from fccaptable sample receipt criteria noted
on PSA form,

(Please Print)

\ ks
Form Completed By: M C,?'\J E'h:{,pQ

4 1_
~Yh.s 15 éowgkﬂ(}.

. “‘c"t? \/L‘L"\ J‘?‘)"CA U-)QC) A t’lﬂﬁ Daur?
?fff&‘ cl* : D

INCOMIPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

National Testing
Laboratoﬂes, Ltd Order Number: 2077783
. OrderDate: 052012016 35940
Quolity Woior Analysis  Sample Number: e
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Date Sampled - 0/ 9 1 |b

Time Sampled ZWQM@M:_JQ,, Please Uss Miitary Time, 8.g 300pm = 1500
Check Time Zone. B{ST [JcsTQmsT[]PST

Yo Tois
AT

203 -471-3253
Q)A

Sample 1D or éﬁum@:%pt 03-WE -0\~ F

Source Type: [7] Spring [ Well @/Municipal [] Surface
[} Other.

City & State: %@ i |

(It Different than Abovs)
By: w%

(Signature)

mple Collected By: \t /‘QI/L gﬂ?(/%

{Please Pnnt)

Micho Gl s

EmpNumber:

FWES IDE {if applicable):

Sample Collected

Form Completed By:

L.ab Comments/Special Instructions:

State Forms:

Lab Sample Information:

Date Received: | | SEP 01 &mﬁ

Time Received: N Y

Recejved By: j
Sample receipt critgfia ad & acceptable.
Deaviations from agteptable sample recsipt crileria noted
onPSAform, ° .

Hhs & Sougle £1 7

= commm’ol: teoked s 4 ,L .
Stuns.

\

HCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

National Testing
Laboratories, Ltd. Order Number: 2077783 350947
s Order Date: 05/20/2016
Quallty Water Avlyss  Sample Number: L O
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Acoounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

Date Sampled <6 ‘7 )(9

Time Bampled: Oé’ {0 presse use ittery Time, o.. 3:00pm = 15.00
Check Time Zone. [Q(EST [JcsTIMsT[]PST

1ots
Z’u\ Wb,

B1%2- Yz~ 313

Dla

Sample 1D or Source: :DC,./ 05,, F'., OZ,P
Source Type: [ Spring [ Well [B/Municipa! [] Surface
{7] Other:

City & State: @;—{’W, i
(f mfemm than Abave)

Sample Collected By: \/\/\/\/p p/( s

(Ssgnatura)

Migh G

{Please Print)

M\z?/‘g,;/‘ t;;ﬁz” <

i

Biame:

PWS 1D {if applicablel:

Sampie Collecisd By:

Farm Completed By

%co

Lab Comments/Special Instructions:

State Forms:

Lab Sample Info
Date Recelved:

" SEP 01 201

Ia‘}"\ We & 2 A H/bv 5 (% (%1/ H2
Gt An P
c

NCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Laberatenes, Ltd Order Number: 2077783
OrderDate:  05/20/2016 930948 |
Quality Water Anclpss Sample Number T
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Rathod:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

Diate Sampled :mﬁw!jwf jﬂ;‘:ﬂ

Time Sampled LQ.Q’WLNLQW Please Use Militery Time, 6.9, 3:00pm = 15:00
Check Time Zone: [Q‘g‘s‘f [OJcstmsT[]PST
Fox. Tots

2210 Whodiae,d

@R Number: . BB -YP [~ D 2| 3

PWS ID# (i applicable): ‘,«> { h

i Mame:

L.ab Comments/Special Instructions:

State Forms:

Sample 1D or Source: Dc -05 - Kd ’G'Z/'F
Source Type: [ Spring [] Well [B/Msmicipal [] Surface
[} Cther:

City & Sta Do,

(smmamm‘
Sample Collected By: C/(/\/\E%E ’%

L.ab Sample Info on:
Date Recelved: SﬁP 0 1 123‘5
Time Recelved: /|

Recelved By:

Samplo mpt criteris
[} beviations from acge
on PSA form.

& acceptable,
e semple recaipt criteria notad

ignature)
Sample Collected By: M g‘%& (jf:( Vg

{Please Print)

Form Completed By: M‘ ;ﬁ ( gﬁ‘;gt/s

@F&cﬁom{ Ly ‘659(‘4 (hs « c’dﬂazwj
WAVIE

(7.

P éowf)é 7

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

| National Testing

Laboratorres Ltd Order Number: 2077783
sy Order Date: 05/20/2016
Quality Wotor Analysis  Sample Number 01359949 _ il
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:

Lab Comments/Special Instructions:

Time 33@@%%@1{2&:4& Please Use Military Time, e.g. 3:00pm = 15:00
Check Time Zone: tgésw' [JcsTImMsT]PST

Lot Tots

22\ ()MCL,)
EFP Humber: 3 5 -~ U"? 5'2,\3
PWS ID# (if applicable): D } A State Forms:
H
Sample 1D or Source: QD(i-,,.,—(),’ﬁ - Ce- 03 —c‘:P
1 L.ab Sample Informa

Source Type: [] Spring [] Well [ Municipal [ Surface Date Recelved: l LD 0]
] Other. "1 >

Time Recelved: 1 Z’

City & State: 9/&3" 8% g ; P\« [ Recelved By:

(If Different than Above) ‘
. B Sample recaipt crile cked & accaplabla.
y - [[] Deviations from sample recsipt criteria noted

Sample Collected By:
(Signature) on PSA form.

Sample Collected By: H éil J @'f’%

{Pleass Pnnt)

Form Completed By: H

Fal

\%‘%‘?Q"f”fi«@heai Was « A pary. Hho, s Sm,f)}'f H#H3

& Fok

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

4 National Testing
Laboratones, Ltd Order Number: 2077783 359950
< B S Order Date: 05/20/2016 \
Quality Water Analyis  Sample Number IR
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #

Time %amgﬁ@ﬁ:@&m:

...LQW Pisase Use Military Time, 8.g. 3:00pm = 15:00

Check Time Zone: [TY€ST []CST[JMST[]PST

5

%3;’%

Tor Tpds

2zZ.1|

woacl\o d

ERumber:

3154713213

PWE 10# (I appiicable):

Dl

‘ ¥
Sample 1D or Source: Pﬁ/ 03 "Cf - 03 /F

Source Type:
[0 Other:

[] Spring [] Well

Municipal O Surface

City & Siate

E«b&'ﬁ"oﬁ’ 4 Mti

-
Sample Collected %\J\ /\/&XD‘M t

{if Diffefont than Abovs)

'
e,

Sample Collected By:

(Signature)

M ik @MS

Form Completed By

H w/gitjse Print)

L.ab Commonts/Special instructions:

State Forms:

Lab Sample Informas
Date Recelved:

& comﬁwf MJ(%-—(A S ﬂc‘lﬁ fard | \'*Lf?\{c, %
(Husl QM/@ J

le.
¥

INCOMPLETE INFORMATION MAY

¥ DELAY ANALYS

3
o
[
o
s

1S ANDIOR INVALIDATE RE




